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Buchanan Septic Tanks. Concrete
precast tanks must meet the 1 57"
requirements of ASTM Standard C
1227 (30 TAC §285.32(b)(1)(E)(1)). ‘
1500 GALLON TWO COMPARTMENT -
SEPTIC TANK NTS
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el Bedding and backfill specification for the tanks
Clm; ol 4 INCH MINIMUM OF EIT ER SAND,
SANDY LOAM, OR PEA GRAVEL,

FREE OF ROCK LARGER THAN PE

4 INCH MINIMUM OF EITHER SAND, SANDY LOAM, OR PEA GRAVEL, *-

FREE OF ROCK LARGER THAN PEA GRAVEL (FOR PRECAST TANKS) 2 %L E}?,SJ& g{,&% alixTTus'}ETl;/ oz The tank is to be level (+/- 1")
APPROVED MAR 18 2013
for Permit to Construct OSSF
1500 gallon septic tank Buoyancy Calculations: o Ve - 2
Tank dimensions 157” x 82” x 53” o 4/3) 701 3
Tank displacement cubic feet 350.00 i JON MAASS, RS 4263 SITE:
Tank displacement Liquid weight 350 x 7.48 = (2618 x 8.336 = 21823.65) SUITE 135-243 3202 RIVERCREST DRIVE
Tank weight - 16000.00 A s s AUSTIN, TEXAS 78746
Weight of liquid in pump tank (residual) 1500 x 8.336 = - 12504.00 LEGAL:
Buoyancy - (668035) SOAE NoTToSCAE | CasinaseT
(- number tank will not become buoyant if submerged) PAGE # 7 RIVERCREST ADDN SEC 1 & ABS
656 SUR 4 RODRIGUEZ A ACR .524
PERMITTING AUTHORITY: (TOTAL 1.0651 AC)
CITY OF AUSTIN Property ID # 126889




Secondary lid / safety

component options
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RISER DETAIL
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Risers must be permanently fastened to the tank lid or cast into the
tank. The connection between the riser and the tank lid must be

watertight.

Risers must be fitted with removable watertight caps and protected
against unauthorized intrusions. Acceptable protective measures

required:
e acover that can be removed with tools

e  acover having a minimum net weight of (65 pounds)

Only septic tanks are allowed to have a riser extend to within 6"
of the ground surface,or extend to grade if tank lid is over 12" deep.
Risers on all other tanks must extend to the ground surface.

Risers and tank inspection ports
will be required to have access
safety provisions per 30 TAC
285.38 (12/5/2012) .

MAR 138 2013

JON MAASS, RS 4263

JONOTHAN MAASS 2303 RR 620 SOUTH

4263 ix SUITE 135-243

LAKEWAY, TX 78734
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PERMITTING AUTHORITY:

SITE:
3202 RIVERCREST DRIVE
AUSTIN, TEXAS 78746
LEGAL:

LOT 3 LESS 515 BLK A & N95FT
LOT 13 BLK C & PART OF
RIVERCREST ADDN SEC 1 & ABS
656 SUR 4 RODRIGUEZ A ACR .524
(TOTAL 1.0651 AC)

CITY OF AUSTIN

Property ID# 126889
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J(‘;m;g%‘:g SEWER / EFFLUENT LINE
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Texas Administrative Code
RULE §290.44

(B) New waterline installation - crossing lines.

{(v) Where a new potable waterline crosses a new, pressure rated
wastewater main or lateral, one segment of the waterline pipe shall be
centered over the wastewater line such that the joints of the waterline pipe
are equidistant and at least nine feet horizontally from the center line of the
‘wastewater main or lateral. The potable waterline shall be at least six
inches above the wastewater main or lateral. Whenever possible, the

shall be d by the joints of the wastewater main or
lateral. The wastewater pipe shall have a minimum pressure rating of at
least 150 psi. The wastewater main or lateral shall be embedded in cement
stabilized sand (see clause (vi) of this subparagraph) for the total length of
one pipe segment plus 12 inches beyond the joint on each end.

WATER LINE
JOINTS TO BE
9' MINIMUM

FROM SEWER,
EFFLUENT LINE.

Approved by

(vi) Where cement stabilized sand bedding is required, the cement
stabilized sand shall have a minimum of 10% cement per cubic yard of
cement stabilized sand mixture, based on loose dry weight volume (at least
2.5 bags of cement per cubic yard of mixture). The cement stabilized sand
bedding shall be a minimum of six inches above and four inches below the
wastewater main or lateral. The use of brown coloring in cement stabilized
sand for wastewater main or lateral bedding is recommended for the
identification of rated mains during future
construction.

If nine foot seperation between lines crossing and pipe joints cannot
be achieved, both sewer/effluent and water line must be sleeved with
sch-40 PCV pipe in addition to cement stabilized sand bedding,

AUSTIN WATER UTILITY
UTILITY DEVELOPMENT SERVICES

APPROVED

for Permit to Construct OSSF
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MAR 18 2013
JON MAASS, RS 4263 SITE:
2303 RR 620 SOUTH :
SUITE 135-243 3202 RIVERCREST DRIVE
LAKEWAY, TX 76734 AUSTIN, TEXAS 78746
512.638.1326
s LEGAL:
LOT 3 LESS 515 BLK A & N95FT
SCALE  NOTTO SCALE LOT 13 BLK C & PART OF
RIVERCREST ADDN SEC 1 & ABS

PAGE #9 656 SUR 4 RODRIGUEZ A ACR .524
PERMITTING AUTHORITY: (TOTAL 10851 AC)
CITY OF AUSTIN Property ID # 126889




INFILTRATOR SYSTEMS INC.

QUICK4 STANDARD CHAMBER FRONT VIEW
and MULTIPORT END CAP *
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LAKEWAY, TX 78734
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PERMITTING AUTHORITY:

3202 RIVERCREST DRIVE
AUSTIN, TEXAS 78746
LEGAL:

LOT 3 LESS S15 BLK A & N95FT
LOT 13 BLK C & PART OF
RIVERCREST ADDN SEC 1 & ABS
656 SUR 4 RODRIGUEZ A ACR .524
(TOTAL 1.0651 AC)

CITY OF AUSTIN

Property ID# 126889




PUBLIC HEARING INFORMATION Written comments must be submitted to the contact person listed on the notice

before 9 a.m. the day of the public hearing to be added to the Late Back-up and

Although applicants and/or their agent(s) are expected to attend a public viewed by the Board the night of the meeting. Your comments should include

hearing, you are not required to attend. However, if you do attend, you
have the opportunity to speak FOR or AGAINST the proposed
development or change. You may also contact a neighborhood or
environmental organization that has expressed an interest ‘in an
application affecting your neighborhood.

During a public hearing, the board or commission may postpone or
continue an application’s hearing to a later date, or recommend approval
or denial of the application. If the board or commission announces a
specific date and time for a postponement or continuation that is not later
than 60 days from the announcement, no further notice is required.

A board or commission’s decision may be appealed by a person with
standing to appeal, or an interested party that is identified as a person who
can appeal the decision. The body holding a public hearing on an appeal
will determine whether a person has standing to appeal the decision.

An interested party is defined as a person who is the applicant or record
owner of the subject property, or who communicates an interest to a
board or commission by:
 delivering a written statement to the board or commission before or
during the public hearing that generally identifies the issues of
concern (it may be delivered to the contact person listed on a
notice); or
« appearing and speaking for the record at the public hearing;
and:
« occupies a primary residence that is within 500 feet of the subject
property or proposed development;
« is the record owner of property within 500 feet of the subject property
or proposed development; or
« is an officer of an environmental or neighborhood organization that
has an interest in or whose declared boundaries are within 500 feet of
the subject property or proposed development.

A notice of appeal must be filed with the director of the responsible
department no Jater than 10 days after the decision. An appeal form may
be available from the responsible department.

For additional information on the City of Austin’s land development
process, visit our web site: www.austintexas.gov/devservices.

the name of the board or commission, or Council; the scheduled date of the
public hearing; the Case Number; and the contact person listed on the notice.
All comments received will become part of the public record of this case.

Case Number: C15-2022-0001
Contact: Elaine Ramirez; elaine.ramirez@austintexas.gov
Public Hearing: Board of Adjustment; February 14", 2022
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If you will be using this form to comment, please return it via e-mail
to:

| Elaine Ramirez; 512-974-2202

Scan & Email to: Elaine.Ramirez(@austintexas.gov
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m Subject Tract CASE NO: C15-2022-0001

ADDRESS: 3002 RIVERCREST DRIVE

i

This product is for informational purposes and may not have been prepared for or be suitable for legal, engineering, or surveying
purposes. It does not represent an on-the-ground survey and represents only the approximate relative location of property
boundaries.

This product has been produced by the Planning and Development Review Department for the sole purpose of geographic reference.






