
EXISTING
MULTI-LEVEL DUPLEX

(CONCRETE & WOOD
FRAME)

LOT 22

25' BUILDING LINE PER PLAT

5
' P

.U
.E

. P
E

R
 P

LA
T

S52°26'W 49.22'
(S52°26'W 49.12')

S54°38'W 21.63'

N
41

°1
4'

W
 1

22
.1

0'

(N
41

°1
3'

W
 1

21
.1

1'
)

N
35

°0
2'

W
 1

16
.8

7'
(N

35
°2

9'
W

 1
15

.7
4'

)

N48°13'E 58.00'

(N48°17'E 58.00')

AZIE MORTON RD.
(50' R.O.W.)

7.5' P.U.E. PER PLAT

5
' B

U
IL

D
IN

G
 L

IN
E

 P
E

R
 P

LA
T

INGRESS/EGRESS EASEMENT

NOTE:
ALL EXTERIOR/SITE IMPROVEMENTS
ARE EXISTING TO REMAIN. THERE ARE
NO CHANGES TO IMPERVIOUS COVER.

5

6

7

9

3

2

8

3

10

11

3

1

4

1

12

2

2

GENERAL SHEET NOTES

A. Site plan shown for reference only. All landscape and
improvements are existing and are to remain.

B. Any demolition drawings and notes are provided as
convenience and information only and are not intended to
represent the comprehensive state of the building(s). Verify
the existing state of the building(s) finishes and building
systems.

C. Contractor shall take all necessary precautions to ensure the
safety and integrity of the existing structure.

D. Contractor shall be responsible for seeing that each
subcontractor cleans up and removes, daily, any and all
debris generated by construction operations, making ready
for all subsequent subcontractors.

E. Contractor to coordinate and verify all demolition with all
alteration plans.

F. Following demolition, all existing dimensions and conditions
are to be checked by the contractor for conformance with
the requirements of the new construction. Any
inconsistencies or unforeseen conditions are to be submitted
to the architect for review prior to the commencement of
work.

G. Contractor shall take special care to preserve those elements
that are to remain. Any items that are to be re-used must be
stored and protected as required for re-use.

H. Contractor shall provide, erect, and maintain all temporary
barriers and guards, and all temporary shoring and bracing as
required by all city and state regulations.

J. Contractor shall provide adequate weather protection for the
building and its contents during the course of work.

K. Contractor to remove all demolished materials and items
from the site in accordance with applicable codes and
regulations.

L. All demolished or removed building materials to be salvaged
for charity whenever possible (i.e., habitat for humanity).

M. Take special care to preserve those elements that are cost
effective to retain for new construction. (i.e., limestone
cladding for future landscape use, etc.)

N. Contractor to provide temporary power pole for the duration
of work. Contractor to maintain temporary light as required
for the duration of work.

O. Contractor to provide temporary sanitary facilities as to least
impact the neighbors and as directed by city regulations.

P. Contractor shall provide an appropriate location for washout
area so that it remains contained and does leach into or
otherwise impact the crz of any trees. Contractor shall
choose a place, if possible, which will be later covered with
hardscaping or flatwork to minimize impact to future
landscaping.

SITE PLAN NOTES

1. Existing fencing to remain.
2. Existing wood decks to remain.
3. Existing concrete walks, patios, & stairs to remain.
4. 10-yard dumpster location.
5. Portable toilet.
6. Staging area for materials and building assemblies prior to

installation.
7. Contractor to utilize existing driveway for construction

entrance and deliveries.
8. Existing carports can be used for additional material staging if

required.
9. Existing planters to remain.
10. Existing stone walls to remain.
11. Proposed on-site washout area.
12. Existing A/C pads to remain.
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PROPERTY SURVEY:

1. The “Construction Documents” shall consist of all sheets listed on sheet A0.00,
specification documents, all consultants’ drawings, as well as any RFI's and SK drawings
issued during the course of the bidding and construction of the project.

2. All construction shall comply with provisions of adopted codes having jurisdiction;
including federal, state and local codes. This shall include, all applicable environmental impact
regulations and accessibility regulations.

3. Wherever the term "Architect" is used in the Contract Documents, it refers to Agenda
Architecture, LLC.

4. Architect’s presence, observation and review at the work-site is for the limited purpose
of confirming the General Contractor’s general conformance with the Contract Documents
and not for the purpose of reviewing its safety procedures.

5. Neither the professional activities of the Architect, nor the presence of the Architect or
its employees and sub-consultants at the work site, shall relieve the General Contractor of its
obligations, duties and responsibilities including, but not limited to, construction means,
methods, sequence, techniques or procedures necessary for performing, superintending and
coordinating the work in accordance with the Contract Documents.

6. Neither the professional activities of the Architect, nor the presence of the Architect or
its employees and sub-consultants at the work site shall relieve the General Contractor of its
obligations with respect to any health or safety precautions.

7. The Architect and its personnel have no authority to exercise any control over the
General Contractor or any of its subcontractors or employees in connection with any health or
safety programs or procedures.

GENERAL CONTRACTOR REQUIREMENTS

1. The term “General Contractor” herein shall mean the General Contractor, its agents,
representatives and subcontractors.

2. General Contractor, and its subcontractors are required to have acceptable insurance
in place prior to commencing construction work.

3. General Contractor shall be solely responsible for all construction means, methods,
techniques, sequences, and procedures required for the complete construction of the project.

4. General Contractor shall be responsible for supervising and directing all construction
means, methods, techniques, sequences, and procedures (including those of its
representatives and subcontractors) on the project using its best skill and attention, following
generally accepted construction industry practices.

5. The General Contractor shall secure all building permits and upon completion of project
(prior to final payment) deliver to the owner a Certificate of Occupancy or use from the
building and zoning department.

6. General Contractor shall visit the proposed construction area, prior to commencing
construction, to examine and note all existing conditions as to the character, extent and
nature of proposed work. General Contractor shall alert Architect of any site conditions that
will affect the execution of the work as intended.

7. General Contractor shall immediately notify the Architect, in writing, of all potential
conflicts, which may exist between the proposed construction activities and existing
conditions, prior to commencing work.

8. General Contractor shall be responsible for the scheduling, obtaining and payment of all
inspections from all authorities having jurisdiction required during the course of construction.

9. The General Contractor shall not begin any construction or fabrication until it has
received and thoroughly reviewed all plans, specifications and other documents approved by
all of the permitting authorities.

10. General Contractor shall immediately report any errors, inconsistencies or omissions it
may encounter, within the Construction Documents prior to commencing construction (and
throughout the construction of the project) to the Architect. The reporting format should be in
the form of a written Request for Information (RFI).

11. General Contractor shall be held solely responsible for any field changes, alterations
and/or modifications without authorization from the Architect.

12. General Contractor shall provide an independent survey, prepared by a registered
professional land surveyor, for topographic and construction control.

13. The General Contractor shall establish and/or locate a benchmark based upon the
existing conditions, prior to construction activities.

14. General Contractor shall field verify all site conditions and dimensions (both horizontal
and vertical control) prior to commencing construction activities.

15. General Contractor shall verify all dimensions on the job site and shall use the
dimensions indicated in the Construction Documents. Neither General Contractor nor
subcontractors may scale from the drawings.

16. General Contractor is responsible for protecting all completed work until it is delivered
to the owner.  General Contractor shall replace and/or restore all materials stored or installed
on the site subject to damage or theft.

17. General Contractor shall supply all labor and material necessary to complete the work
described in the Construction Documents.

18. The General Contractor shall be required to coordinate and provide the necessary
temporary facilities within the area of construction for each phase for the storage, staging,
and housing of their subcontractors material, equipment and employees, including but not
limited to storage and staging areas, temporary doors, and power for the general use.

19. General Contractor shall coordinate mechanical plumbing, fire sprinkler and electrical
divisions with other trades affecting or affected by same.

20. General Contractor shall keep and maintain as-built documents and shall submit
completed project plan set at the conclusion of construction.

21. At completion, General Contractor shall provide to the owner a close out package in the
form of a hard binder including copies of permits and the Certificate of Occupancy, a list of
subcontractors and phone numbers, all warranties and manuals, and a list of paint colors and
formulas.
22. General Contractor shall maintain a current and complete set of Construction Drawings
on site during all phases of construction for use of all trades.

23. All new construction shall be thoroughly cleaned and finished, both exterior & interior at
the completion of the project.

SAFETY REQUIREMENTS

1. General Contractor shall be required to assume sole and complete responsibility for job
site conditions during the course of construction of the project including safety of all persons
and property. This requirement shall apply continuously and shall not be limited to normal
working hours.

2. General Contractor shall be solely responsible for all on-site safety and life and health
safety on the project and shall take all necessary precautions to secure and protect the safety
of all workers, visitors, inspectors and occupants at all times during the construction.

3. General Contractor shall keep charged fire extinguishers on site in accordance with
NFPA local fire department requirements.

4. General Contractor shall be solely responsible for ensuring the integrity and safety of
adjacent property(s) and its occupants, with regard to all construction activities on the project.

5. General Contractor shall be responsible for providing, installation and maintenance of
all barricading and traffic control devices, including but not limited to lighting, fencing, flag
persons, and other necessary control devices during all construction actives.

6. General Contractor shall be responsible for providing and maintaining adequate
measures for emergency vehicle access to all areas within the construction work zone and
any areas affected by construction activities. Access roadways shall be kept smooth,
compacted and capable of supporting the imposed load of emergency vehicles.

7.  General Contractor shall post emergency telephone numbers for police, fire,
ambulance, and those agencies responsible for maintenance of utilities in a clearly visible
location within the construction area.

8. General Contractor shall be responsible for providing any and all required slope,
excavation and trench safety systems in accordance within the applicable regulations of the
Occupational Safety and Health Administration (OSHA).

SITE AND UTILITY NOTES

1. General Contractor shall ensure that during all phases of the construction, areas and/or
activities that cause air borne dust shall be wetted or otherwise controlled.

2. General Contractor shall exercise strict control over job cleaning to prevent any dirt,
debris, or dust from leaving the job site.

3. General Contractor shall perform any work within public right-of-way only with
appropriate permits.

4. General Contractor shall coordinate equipment staging and storage areas with the
owner's representative prior to construction.

5. General Contractor shall dispose of all removed debris off-site at an approved facility.

6. General Contractor shall be responsible for the repair and/or replacement of any
concrete curbing damaged during the construction at no additional expense to the owner
and/or affected property owner.

7.  General Contractor shall remove all brush, trees and vegetation marked for removal
from within the limits of the proposed improvements.

8. General Contractor shall be responsible for protecting existing fencing and structures
during the construction and shall repair any structure damaged during construction at no
additional expense to the owner and/or affected property owner.

9. General Contractor shall be responsible for protecting existing trees, shrubs and
landscaped areas, and shall replace any vegetation damaged during the construction at no
additional expense to the owner and/or affected property owner.

10. General Contractor shall be responsible for verifying and locating all existing utilities
prior to construction.

11. Existing underground utilities and improvements are shown in their approximate
locations, based upon drawings provided to the Architect at the time of preparation of these
plans. No guarantee is made as to the accuracy or completeness of utility information.

12. General Contractor is solely responsible for determining the existence and location of
utilities shown on these plans or indicated in the field by locating services.  General Contractor
shall notify utility companies in advance of construction for location marking.

13. All existing utilities and improvements that become damaged during construction shall
be completely restored to the satisfaction of the utility owner at the General Contractor’s sole
expense and shall not be a basis for additional compensation.

14. If during the course of normal construction, existing utilities must be temporarily
removed from service to facilitate construction, the General Contractor shall inform the
owner's representative, in writing, prior to the removal of service and shall provide temporary
utilities to the satisfaction of affected adjacent property owners.

15. Any relocation of public utilities shall be conducted in accordance with any and all
requirements of the utility company, including fees, bonds, permits and working conditions.
General Contractor shall pay the cost of all such relocation work including fees, bonds,
permits, etc.

16. General Contractor shall make all temporary connections to existing utilities in locations
acceptable to local authorities having jurisdiction and shall pay all costs for temporary
electrical power, water and heating.

BIDDING & SUBCONTRACTOR NOTES

1. General note for bidders: It is your responsibility to bid your scope of work using the
complete set of plans and specifications. The fact that something was not indicated on your
portion of the drawings will not be acceptable as a reason for an extra, if it can be found
elsewhere in the drawings or specifications.

2. The submission of a proposal shall be construed as evidence that all requirements
implied by the notes, drawings, and field conditions have been thoroughly examined,
investigated, and have been accounted for in the proposal.  Any and all later claims for labor,
equipment and materials or for difficulties encountered which could have been foreseen had
such examinations been made, will not be recognized.

3. Contractor shall notify Architect immediately if they cannot comply with all notes and/or
all work illustrated or implied by the notes and drawings included in the Construction
Documents.  Each item that the contractor will be able to comply with or that is excluded from
the contract for construction shall be specifically outlined in their proposal for work or all later
claims for additional labor and materials will not be recognized.

4. No changes in the work as contemplated by the Construction Documents will be
acceptable without first obtaining permission from the owner.

5. The plans, notes, and drawings have been developed with the intent of meeting or
exceeding the minimum required standards.  Should the plans and specifications include
discrepancies, General Contractor shall notify the Architect by written RFI.

6. General Contractor and subcontractors shall refer to schedules for all materials,
finishes and fixtures. Where there are discrepancies between drawings and schedules, the
General Contractor shall notify Architect by written RFI.

7. Where the terms "Approved Equal", "other approved", "Equal To ", "Acceptable", or other
general qualifying terms are used in the Construction Documents, it shall be understood that
reference is made to the discretion and judgment of the Architect.

8. General Contractor and sub-contractors shall bid this project as designed. If requested
by the owner, the General Contractor shall submit an itemized bid per the drawing set and
submit value-engineering items separately.

9. General Contractor and subcontractors shall make all required arrangements for
delivery of equipment and/or materials.  It shall be the responsibility of each subcontractor to
check the rules and regulations governing work at the building site.

10. Subcontractors shall coordinate dates and times of delivery with the General
Contractor.

11. The General Contractor shall notify the Architect immediately if it (or a subcontractor)
cannot comply with all notes and/or all work illustrated or implied by the notes and drawings
included in the Construction Documents.  Each item with which the respective contractor will
be unable to comply shall be specifically outlined in its proposal for work or all later claims for
additional labor and materials will not be recognized.

12. General Contractor, its subcontractors, and any other contractor involved in this project
shall take note that any cost caused by defective or ill-timed work as a result of, but not limited
to, workmanship or materials, improper scheduling or delinquent ordering shall be borne by
the party responsible for such cost.

SUBMITTAL NOTES

1. Contractor shall provide a list of all submittals/shop drawings & samples they intend to
submit for the job and their associated submittal dates. Coordinate the submittal dates with
the construction schedule and allow for a (2) week review period and time for resubmitting if
not initially accepted.

2. All applicable trades shall submit shop drawings and/or any relevant product literature
and specifications to the Architect for review and approval. Collect information into a single
submittal for each element of construction and type of product, including but not limited to:
waterproofing, doors and door hardware, window systems, finishes (interior and exterior),
millwork, countertops, glass, mechanical equipment & air devices, light fixtures and control
devices, plumbing fixtures.

3. The Architect shall review and approve or take other appropriate action upon the
General Contractor’s submittals such as shop drawings, product data and samples, but only
for the limited purpose of checking for conformance with information given and the design
concept expressed in the Contract Documents.

4. It is the General Contractor's responsibility to review each submittal before transmitting
it to Agenda Architecture. If a submittal is not stamped or otherwise indicated as reviewed by
the contractor, the Architect will return it to the contractor without reviewing it.

5. Review of submittals and shop drawings is not conducted for the purpose of
determining the accuracy and/or completeness of details such as dimensions and quantities,
or for substantiating instructions for installation or performance of equipment or systems, all
of which remain the responsibility of the General Contractor.

CHANGE ORDER NOTES

1. The Owner, without invalidating the contract, may order extra work or make changes by
altering, adding to or deducting from the work but the contract sum and time may be adjusted
accordingly by way of written change order from the General Contractor.

2. No such work may commence until approval of the change order by Owner.

3. If any revisions to the Construction Documents cause additional cost, the General
Contractor shall notify the Owner and Architect by way of a written change order per the
preceding paragraphs.

4. All claims for additional work will be submitted by written change order for the approval
of the Architect and should include a complete description of work being performed and basis
for additional compensation.

GENERAL CONDITIONS,
SYMBOLS, & SURVEY
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GENERAL SHEET NOTES

A. Site plan shown for reference only. All landscape and
improvements are existing and are to remain.

B. Any demolition drawings and notes are provided as
convenience and information only and are not intended to
represent the comprehensive state of the building(s). Verify
the existing state of the building(s) finishes and building
systems.

C. Contractor shall take all necessary precautions to ensure the
safety and integrity of the existing structure.

D. Contractor shall be responsible for seeing that each
subcontractor cleans up and removes, daily, any and all
debris generated by construction operations, making ready
for all subsequent subcontractors.

E. Contractor to coordinate and verify all demolition with all
alteration plans.

F. Following demolition, all existing dimensions and conditions
are to be checked by the contractor for conformance with
the requirements of the new construction. Any
inconsistencies or unforeseen conditions are to be submitted
to the architect for review prior to the commencement of
work.

G. Contractor shall take special care to preserve those elements
that are to remain. Any items that are to be re-used must be
stored and protected as required for re-use.

H. Contractor shall provide, erect, and maintain all temporary
barriers and guards, and all temporary shoring and bracing as
required by all city and state regulations.

J. Contractor shall provide adequate weather protection for the
building and its contents during the course of work.

K. Contractor to remove all demolished materials and items
from the site in accordance with applicable codes and
regulations.

L. All demolished or removed building materials to be salvaged
for charity whenever possible (i.e., habitat for humanity).

M. Take special care to preserve those elements that are cost
effective to retain for new construction. (i.e., limestone
cladding for future landscape use, etc.)

N. Contractor to provide temporary power pole for the duration
of work. Contractor to maintain temporary light as required
for the duration of work.

O. Contractor to provide temporary sanitary facilities as to least
impact the neighbors and as directed by city regulations.

P. Contractor shall provide an appropriate location for washout
area so that it remains contained and does leach into or
otherwise impact the crz of any trees. Contractor shall
choose a place, if possible, which will be later covered with
hardscaping or flatwork to minimize impact to future
landscaping.

SITE PLAN NOTES

1. Existing fencing to remain.
2. Existing wood decks to remain.
3. Existing concrete walks, patios, & stairs to remain.
4. 10-yard dumpster location.
5. Portable toilet.
6. Staging area for materials and building assemblies prior to

installation.
7. Contractor to utilize existing driveway for construction

entrance and deliveries.
8. Existing carports can be used for additional material staging if

required.
9. Existing planters to remain.
10. Existing stone walls to remain.
11. Proposed on-site washout area.
12. Existing A/C pads to remain.
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

DEMO PLAN NOTES

1. Remove all existing doors and windows, leaving framing and
headers intact, unless otherwise noted.

2. Remove all siding and replace with 1/2" sheathing. Refer to
exterior elevations for finishes. If any framing is found to be in
disrepair, consult with structural engineer for any required
amelioration.

3. Solid gray hatch indicated existing walls to remain. Repair as
required.

4. Cut new door into existing wall. Refer to structural for header
sizing.

5. Remove and dispose of all plumbing fixtures and plumbing
infrastructure. See floor plans for new plumbing locations.

6. Remove and replace HVAC systems and hot water heaters.
7. Carefully remove and dispose of all remaining millwork.

Minimize damage to existing walls and repair as required.
8. Enlarge existing opening for new sliding door or larger

window. Refer to structural for additional requirements.
9. Carefully remove all or a portion of the existing walls as

dimensioned. Minimize damage to existing walls and ceilngs
and repair as required.

10. Existing electrical services to remain.
11. Existing A/C pads to remain. Units will be replaced.
12. Existing wood deck to remain. Consult with structural

engineer for any required amelioration.
13. Existing stone retaining walls, paved walkways, steps and

driveways to remain.
14. Existing stair to remain.
15. Existing balustrade to be removed and replaced.
16. Existing fireplace to remain.

FRAMED WALLS

EXISTING WALLS

WALLS TO BE REMOVED
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

DEMO PLAN NOTES

1. Remove all existing doors and windows, leaving framing and
headers intact, unless otherwise noted.

2. Remove all siding and replace with 1/2" sheathing. Refer to
exterior elevations for finishes. If any framing is found to be in
disrepair, consult with structural engineer for any required
amelioration.

3. Solid gray hatch indicated existing walls to remain. Repair as
required.

4. Cut new door into existing wall. Refer to structural for header
sizing.

5. Remove and dispose of all plumbing fixtures and plumbing
infrastructure. See floor plans for new plumbing locations.

6. Remove and replace HVAC systems and hot water heaters.
7. Carefully remove and dispose of all remaining millwork.

Minimize damage to existing walls and repair as required.
8. Enlarge existing opening for new sliding door or larger

window. Refer to structural for additional requirements.
9. Carefully remove all or a portion of the existing walls as

dimensioned. Minimize damage to existing walls and ceilngs
and repair as required.

10. Existing electrical services to remain.
11. Existing A/C pads to remain. Units will be replaced.
12. Existing wood deck to remain. Consult with structural

engineer for any required amelioration.
13. Existing stone retaining walls, paved walkways, steps and

driveways to remain.
14. Existing stair to remain.
15. Existing balustrade to be removed and replaced.
16. Existing fireplace to remain.

FRAMED WALLS

EXISTING WALLS

WALLS TO BE REMOVED
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

DEMO PLAN NOTES

1. Remove all existing doors and windows, leaving framing and
headers intact, unless otherwise noted.

2. Remove all siding and replace with 1/2" sheathing. Refer to
exterior elevations for finishes. If any framing is found to be in
disrepair, consult with structural engineer for any required
amelioration.

3. Solid gray hatch indicated existing walls to remain. Repair as
required.

4. Cut new door into existing wall. Refer to structural for header
sizing.

5. Remove and dispose of all plumbing fixtures and plumbing
infrastructure. See floor plans for new plumbing locations.

6. Remove and replace HVAC systems and hot water heaters.
7. Carefully remove and dispose of all remaining millwork.

Minimize damage to existing walls and repair as required.
8. Enlarge existing opening for new sliding door or larger

window. Refer to structural for additional requirements.
9. Carefully remove all or a portion of the existing walls as

dimensioned. Minimize damage to existing walls and ceilngs
and repair as required.

10. Existing electrical services to remain.
11. Existing A/C pads to remain. Units will be replaced.
12. Existing wood deck to remain. Consult with structural

engineer for any required amelioration.
13. Existing stone retaining walls, paved walkways, steps and

driveways to remain.
14. Existing stair to remain.
15. Existing balustrade to be removed and replaced.
16. Existing fireplace to remain.

FRAMED WALLS

EXISTING WALLS

WALLS TO BE REMOVED

/
/
/
/////////////////

/
/
// / / / / / / / / / / / / / /

LEGEND

EXISTING FLOOR FINISH

C
O
N
S
U
LT
A
N
T
:

S
E
A
L:

P
R
O
J
E
C
T
:

TITLE:

DATE PLOTTED:

SHEET:

These drawings and all copyright therein are the sole and
exclusive property of Agenda Architecture. Reproduction or use
of this drawing in whole or in part by any means without the prior
written consent of Agenda Architecture is strictly prohibited.

A
ZI

E 
M

O
RT

O
N

 R
EN

O
V

A
TI

O
N

11
18

 A
ZI

E 
M

O
RT

O
N

 R
O

AD
AU

ST
IN

, T
X 

78
70

4

23 June 2023

ISSUE:

REVISION:

AT

T
S

XETE FO

SA

R
EG
IS

TE
RED ARCHITEC

TM
IC
HA

EL G HARGENS

052 18

06.23.23

06.23.23 Issued for Permit

SECOND FLOOR
DEMOLITION PLAN

A1.0201SECOND FLOOR DEMO PLAN
SCALE: 1/4" = 1'-0"

NORTH



//
//
//

///
///////////// / / / / / / / / / / / / /

/ /

/ /
/ /

/

STUDIO / STORAGE
A003

STUDIO / OFFICE
A001

BATHROOM
A002

ALIGN

A
0
0
2
.1

A
0
0
3
.2

A
0
0
1
.1

A003.1

A003.3

5'-2"

ALIGN

2'-5"3'-0 1/4"

1'-2"

2'-6 1/2"

5
"

E
Q

E
Q

1
'-3
 3
/4
"

2
'-1
1
 3
/4
"

1'-8"1'-6 3/4"

P06

P07

P02

P04
P01

A001.b A001.c A001.d A001.e

A001.a

A
0
0
3
.a

5 1/2"

2'-2 1/4"2'-7"
4 1/2"

6'-1 1/2"
4 1/2"

6'-1 1/2"
4 1/2"

6'-1 1/2"

2
'-1
0
"

2

1

1

5

4

8

01/A2.00

01/A2.01

0
2
/A
2
.0
1

0
2
/A
2
.0
0

P05

S

GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

FLOOR PLAN NOTES

1. Fill in exterior wall as required for smaller window opening,
ensuring framing is in alignment with existing wall. Refer to
structural for any additional requirements.

2. New 1/2" sheathing, water-resistive barrier, and cladding. Fill
all exterior wall cavities with new insulation. Refer to exterior
elevations for finish materials.

3. Kohler 30" Jute wall-hung bathroom vanity cabinet (sink
included).

4. Provide Rev-A-Shelf Sidelines closet rod and end supports in
Satin Nickel along with paint grade shelves at all closets.

5. New interior framed walls. Align with adjacent existing framing
when applicable. Refer to structural for any additional
requirements.

6. Built-in WD-02 desk surface.
7. Ikea Sektion kitchen system.
8. Access panel for new HVAC unit above ceiling.
9. Shower niche. Refer to interior elevations.
10. New skylight above if possible with existing framing layout.
11. New shelving.
12. Clerestory windows above.

FRAMED WALLS

EXISTING WALLS
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

FLOOR PLAN NOTES

1. Fill in exterior wall as required for smaller window opening,
ensuring framing is in alignment with existing wall. Refer to
structural for any additional requirements.

2. New 1/2" sheathing, water-resistive barrier, and cladding. Fill
all exterior wall cavities with new insulation. Refer to exterior
elevations for finish materials.

3. Kohler 30" Jute wall-hung bathroom vanity cabinet (sink
included).

4. Provide Rev-A-Shelf Sidelines closet rod and end supports in
Satin Nickel along with paint grade shelves at all closets.

5. New interior framed walls. Align with adjacent existing framing
when applicable. Refer to structural for any additional
requirements.

6. Built-in WD-02 desk surface.
7. Ikea Sektion kitchen system.
8. Access panel for new HVAC unit above ceiling.
9. Shower niche. Refer to interior elevations.
10. New skylight above if possible with existing framing layout.
11. New shelving.
12. Clerestory windows above.

FRAMED WALLS

EXISTING WALLS
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

FLOOR PLAN NOTES

1. Fill in exterior wall as required for smaller window opening,
ensuring framing is in alignment with existing wall. Refer to
structural for any additional requirements.

2. New 1/2" sheathing, water-resistive barrier, and cladding. Fill
all exterior wall cavities with new insulation. Refer to exterior
elevations for finish materials.

3. Kohler 30" Jute wall-hung bathroom vanity cabinet (sink
included).

4. Provide Rev-A-Shelf Sidelines closet rod and end supports in
Satin Nickel along with paint grade shelves at all closets.

5. New interior framed walls. Align with adjacent existing framing
when applicable. Refer to structural for any additional
requirements.

6. Built-in WD-02 desk surface.
7. Ikea Sektion kitchen system.
8. Access panel for new HVAC unit above ceiling.
9. Shower niche. Refer to interior elevations.
10. New skylight above if possible with existing framing layout.
11. New shelving.
12. Clerestory windows above.
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SECOND FLOOR PLAN

A1.1201SECOND FLOOR PLAN
SCALE: 1/4" = 1'-0"
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GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

E. All building elevations are relative to the finished floor of the
existing house unless otherwise noted.

F. All exterior windows and doors are to be replaced, utilizing
existing openings unless otherwise noted.

EXTERIOR ELEVATION NOTES

1. All exterior siding to be replaced. Repair and/or replace any
damaged sheathing and add new sheathing where none
exists. Add new WRB prior to installing new siding.

2. New standing seam roof. Repair and/or replace any damaged
roof decking as required. Add new ice and water shield prior
to roof installation. Flash fascias per manufacturer's
installation instructions.

3. Repair and/or replace any damaged fascia boards. Lumber
sizes and profiles should match existing fascia.

4. Remove and replace damaged attic vent. Paint to match
WD-02.

5. Remove any remnants of damaged awning and associated
flashing.

6. Guardrail to be replaced with code-complaint wood guardrail.
Utilize cedar or pressure-treated 2x4 slats on 3 1/2" centers.

7. Existing electrical equipment.
8. Reduce existing window/door opening. Refer to window

schedule for sizes.
9. Existing guardrail to remain.
10. Existing concrete walls to remain.
11. Existing deck to remain. Refer to structural drawings for

additional information.
12. All sitework, including driveways, stairs, decks, and retaining

walls to remain. There are to be no changes to existing
impervious cover.
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EXTERIOR ELEVATIONS

A2.0002WEST ELEVATION
SCALE: 1/4" = 1'-0"

01SOUTH ELEVATION
SCALE: 1/4" = 1'-0"



GENERAL SHEET NOTES

A. All conflicts in the drawings or in the field are to be brought to
the attention of the Architect prior to performing work.

B. Lines and areas indicating limits of work and demolition are
shown for intent only. Construction drawings are based on
owner's as-built survey so all dimensions need to be verified.

C. Field verify dimensions and locations of ductwork, piping,
equipment, etc. prior to the start of work.

D. Refer to structural drawings for load bearing walls and
locations of all structural elements.

E. All building elevations are relative to the finished floor of the
existing house unless otherwise noted.

F. All exterior windows and doors are to be replaced, utilizing
existing openings unless otherwise noted.

EXTERIOR ELEVATION NOTES

1. All exterior siding to be replaced. Repair and/or replace any
damaged sheathing and add new sheathing where none
exists. Add new WRB prior to installing new siding.

2. New standing seam roof. Repair and/or replace any damaged
roof decking as required. Add new ice and water shield prior
to roof installation. Flash fascias per manufacturer's
installation instructions.

3. Repair and/or replace any damaged fascia boards. Lumber
sizes and profiles should match existing fascia.

4. Remove and replace damaged attic vent. Paint to match
WD-02.

5. Remove any remnants of damaged awning and associated
flashing.

6. Guardrail to be replaced with code-complaint wood guardrail.
Utilize cedar or pressure-treated 2x4 slats on 3 1/2" centers.

7. Existing electrical equipment.
8. Reduce existing window/door opening. Refer to window

schedule for sizes.
9. Existing guardrail to remain.
10. Existing concrete walls to remain.
11. Existing deck to remain. Refer to structural drawings for

additional information.
12. All sitework, including driveways, stairs, decks, and retaining

walls to remain. There are to be no changes to existing
impervious cover.
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EXTERIOR ELEVATIONS
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DOOR SCHEDULE
DOOR INFORMATION HARDWARE DETAILS REMARKS

NO. LOCATION TYPE DESCRIPTION FINISH WIDTH HEIGHT THICKNESS HANDLE/PULL HINGE ACCESSORIES JAMB HEAD SILL

A001.1 STUDIO/OFFICE 01 SOLID CORE SLAB - HINGED STAINED WOOD 3'-0" (VIF) 6'-8" (VIF) 1-3/4" OMNIA D12943+LEVEL, US 10B BLACK
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH PULL - - -

PROVIDE THRESHOLD AND
WEATHERPROOFING AROUND DOOR.

A002.1 BATHROOM 02 SOLID CORE SLAB - POCKET PT-02 2'-4" 6'-8" 1-3/8"
CAVILOCK CL400 MAGNETIC PRIVACY,
SATIN CHROME

HAFELE HAWA JUNIOR 80/B TRACK INCLUDE SOFT CLOSE.

A003.1 STUDIO/STORAGE 03 CUSTOM BARN DOOR - SOLID CORE SLAB WOOD VENEER 3'-10 1/2" (VIF) 7'-8" (VIF) 1-3/4" LINNEA RPS-300 FLUSH PULL, SBL HAFELE SLIDO D-LINE11 INCLUDE SOFT CLOSE. - - -

A003.2 STUDIO/STORAGE 04 HOLLOW CORE BYPASS DOORS PT-02
5'-0" OVERALL
(TWO 30" SLABS) 6'-8" 1-3/8" LINNEA RPS-150 FLUSH PULL, SSS JOHNSON SLIDING BYPASS

HARDWARE
- - -

A003.3 STUDIO/STORAGE 05 SOLID CORE SLAB - HINGED PT-02 2'-6" 6'-8" 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A100.1 STORAGE 05 SOLID CORE SLAB - HINGED PAINTED 2'-8" (VIF) 6'-8" (VIF) 1-3/4" OMNIA PASSAGE LEVER 43, PBL
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH PULL

OMNIA D9000 DEADBOLT, PBL - - -
PROVIDE THRESHOLD AND
WEATHERPROOFING AROUND DOOR.

A100.2 STORAGE 05 SOLID CORE SLAB - HINGED PAINTED 2'-8" (VIF) 6'-8" (VIF) 1-3/4" OMNIA PASSAGE LEVER 43, PBL
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH PULL

OMNIA D9000 DEADBOLT, PBL - - -
PROVIDE THRESHOLD AND
WEATHERPROOFING AROUND DOOR.

A100.3 HALLWAY 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 5'-2" (VIF) 1-3/8" LINNEA 222-D, SSS
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER

OMNIA 1600F BALL CATCH, US26D MORTISE PULL INTO SIDE OF DOOR.

A100.4 HALLWAY 04 HOLLOW CORE BYPASS DOORS PT-02
5'-0" OVERALL
(TWO 30" SLABS) 6'-8" 1-3/8" LINNEA RPS-150 FLUSH PULL, SSS JOHNSON SLIDING BYPASS

HARDWARE
- - -

A101.1 BEDROOM 04 HOLLOW CORE BYPASS DOORS PT-02
6'-0" OVERALL
(TWO 36" SLABS) 6'-8" 1-3/8" LINNEA RPS-150 FLUSH PULL, SSS JOHNSON SLIDING BYPASS

HARDWARE
- - -

A101.2 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-8" 6'-8" 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A102.1 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-4" 6'-8" 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A102.2 BEDROOM 04 HOLLOW CORE BYPASS DOORS PT-02
4'-8" OVERALL
(TWO 28" SLABS) 6'-8" 1-3/8" LINNEA RPS-150 FLUSH PULL, SSS JOHNSON SLIDING BYPASS

HARDWARE
- - -

A102.3 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-8" 6'-8" 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A103.1 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-6" 6'-8" 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A104.1 STORAGE 05 SOLID CORE SLAB - HINGED PT-02 3'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B101.1 UTILITY 06 SOLID CORE SLAB - BIFOLD PT-02
3'-6" OVERALL
(TWO 21" SLABS) 6'-8" 1-3/8" MUUTO DOTS METAL, BLACK HAFELE HAWA BIFOLD SET HANDLE IS OWNER PROVIDED.

A200.1 ENTRY 01 SOLID CORE SLAB - HINGED STAINED WOOD 3'-0" (VIF) 7'-0" 1-3/4" OMNIA D12943+LEVEL, US 10B BLACK
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH PULL - - -

PROVIDE THRESHOLD AND
WEATHERPROOFING AROUND DOOR.

A200.2 HALLWAY 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 5'-2" (VIF) 1-3/8" LINNEA 222-D, SSS
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER

OMNIA 1600F BALL CATCH, US26D MORTISE PULL INTO SIDE OF DOOR.

A202.1 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-8" 6'-8" 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

A203.1 BATHROOM - CASED OPENING - NO DOOR PT-02 2'-4" 6'-8" - -

A203.2 BATHROOM 02 SOLID CORE SLAB - POCKET PT-02 2'-6" 6'-8"
CAVILOCK CL400 MAGNETIC PRIVACY,
SATIN CHROME

HAFELE HAWA JUNIOR 80/B TRACK INCLUDE SOFT CLOSE.

A203.3 BATHROOM 02 SOLID CORE SLAB - POCKET PT-02 2'-4" 6'-8" 1-3/8"
CAVILOCK CL400 MAGNETIC PRIVACY,
SATIN CHROME

HAFELE HAWA JUNIOR 80/B TRACK INCLUDE SOFT CLOSE.

A203.4 MASTER BATHROOM 07 TEMPERED GLASS SHOWER DOOR GL-01 2'-4" 6'-6" 1/2" LINNEA SH955A-P, SSS CRL GENEVA 544, GEN544BN

WINDOW SCHEDULE
WINDOW INFORMATION DETAILS GLASS

NO. LOCATION TYPE OPERATION SUGGESTED MNFCTR / UNIT NO. FRAME COLOR HARDWARE WIDTH HEIGHT HEAD HT. (AFF) JAMB HEAD SILL GLASS TYPE REMARKS

A001.a STUDIO/OFFICE - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-6" *6'-0" *6'-6" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A001.b STUDIO/OFFICE - FIXED RAM S800 WINDOWS BLACK ANNODIZED 6'-0 1/2" *6'-0" *6'-4" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A001.c STUDIO/OFFICE - FIXED RAM S800 WINDOWS BLACK ANNODIZED 6'-0 1/2" *6'-0" *6'-4" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A001.d STUDIO/OFFICE - FIXED RAM S800 WINDOWS BLACK ANNODIZED 6'-0 1/2" *6'-0" *6'-4" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A001.e STUDIO/OFFICE - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-6" *6'-0" *6'-4" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A002.a BATHROOM - SKYLIGHT VELUX FS D26 STANDARD FINISH 1'-10 1/2" 1'-10 1/2" - - - - LAMINATED LowE3 GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A003.a STUDIO/STORAGE - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-9" *5'-10" *7'-0" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A101.a BEDROOM - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK *3'-0" *4'-0" *7'-3 1/2" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A101.b BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED *3'-0" *4'-0" *7'-3 1/2" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A101.c BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED *3'-0" *4'-0" *7'-3 1/2" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A101.d BEDROOM - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-8" 4'-6" *6'-8 1/2" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS. EGRESS.

A102.a BEDROOM - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-6" *4'-1 1/2" *7'-7" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS. EGRESS.

A102.b BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED 5'-0" *4'-1 1/2" *7'-7" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B102.a KITCHEN - FIXED RAM S800 WINDOWS BLACK ANNODIZED 2'-3" *3'-1 1/2" *6'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B103.a DINING - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE *7'-7" *8'-0" *8'-0" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B104.a LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *1'-5" *7'-8" *7'-10" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B104.b LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *1'-0" *4'-0" *7'-10" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B104.c LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED 2'-6" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B104.d LIVING - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE 6'-0" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.a KITCHEN/LIVING - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE *6'-0" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.b KITCHEN/LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *4'-0" *6'-2" *6'-7" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.c KITCHEN/LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *3'-9" *6'-2" *6'-7" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.d KITCHEN/LIVING - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE *6'-0" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.e KITCHEN/LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *8'-0" *1'-2" *11'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.f KITCHEN/LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *8'-0" *1'-2" *11'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A201.g KITCHEN/LIVING - FIXED RAM S800 WINDOWS BLACK ANNODIZED *8'-0" *1'-2" *11'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A202.a BEDROOM - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-6" *5'-0" *5'-5" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS. EGRESS.

A202.b BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED 5'-0" *5'-0" *5'-5" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

A202.c BEDROOM - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE *5'-0" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B201.a BATHROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED 2'-3" *3'-1 1/2" *6'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B202.a BATHROOM - SKYLIGHT VELUX FS D26 STANDARD FINISH 1'-10 1/2" 1'-10 1/2" - - - - LAMINATED LowE3 GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B203.a BEDROOM - SLIDING DOOR RAM WINDOWS BLACK ANNODIZED FLUSH HANDLE 6'-0" *6'-8" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS. EGRESS.

B203.b BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED *1'-4" *6'-0" *6'-10" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B204.a BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED 1'-0 1/2" *5'-0" *5'-9" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

B204.b BEDROOM - CASEMENT RAM S900 WINDOWS BLACK ANNODIZED FOLDING LEVER, MATTE BLACK 2'-6" *5'-10" *6'-8" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS. EGRESS.

B204.c BEDROOM - FIXED RAM S800 WINDOWS BLACK ANNODIZED 7'-4" 1'-6" *8'-8 1/2" - - - LOW E, ARGON IGU GLASS MUST MEET CITY OF AUSTIN REQUIREMENTS.

*VERIFY EXISTING OPENING DIMENSIONS PRIOR TO ORDERING.

B200.1 ENTRY 01 SOLID CORE SLAB - HINGED STAINED WOOD 3'-0" (VIF) 7'-0" 1-3/4" OMNIA D12943+LEVEL, US 10B BLACK
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH PULL - - -

PROVIDE THRESHOLD AND
WEATHERPROOFING AROUND DOOR.

B200.2 HALLWAY 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 5'-2" (VIF) 1-3/8" LINNEA 222-D, SSS
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER

OMNIA 1600F BALL CATCH, US26D MORTISE PULL INTO SIDE OF DOOR.

B200.3 HALLWAY 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B201.1 BATHROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B202.1 BATHROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B203.1 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-8" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B203.2 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B204.1 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-8" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PRIVACY LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -

B204.2 BEDROOM 05 SOLID CORE SLAB - HINGED PT-02 2'-0" (VIF) 6'-8" (VIF) 1-3/8" OMNIA PASSAGE LEVER 43, US32D
HAGER 5-KNUCKLE, SQUARE CORNER,
BALL BEARING HINGES, MATCH LEVER - - -
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